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INSTALLER REFERENCE

RANJEET MALEWAR

1

QHOME G2 ESS GRID CONNECT
EM-24 External meter (Direct Type)
1P Manual CO Switch

Back-Up Loads 
(Critical Loads)

IP66

Recommended Back-Up Loads :-
1) Lights
2) Fridge/Freezer
3) TV
4) Security camera
Donot connect Inductive or Capacitor Loads!!!

Not compatible to TIGO optmisers

Single Phase : Connect 1 & 4 of EM24

4
Grid Loads (Non-Critical)
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Clipsal 63 Amp 1P Changeover Switch
Part No: 4PS63CAM
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Grid Loads (Non-Critical)
PHASE-A/B
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